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Abstract 
Pre-mature failures of wind turbine step up (WTSU) transformers have been reported in the wind 
farms although, the failed transformers had previously passed all quality assurance tests and had 
assembled all standard requirements. Vacuum circuit breaker (VCB) initiated steep front transient 
impact is one of the potential causes of such insulation failures. The use of VCB as switching devices 
and intense cable network increases the likelihood for high frequency transient overvoltages (TOVs) 
in wind farms. Multiple prestrikes and restrikes of VCB in conjunction with cable capacitance and 
inductance of transformer give rise to fast steep front voltage transients, which eventually cause 
insulation failures in WTSU transformer. This emphasizes the need to conduct switching transient 
analysis studies for wind power plants, to investigate the severe switching overvoltages experienced 
by WTSU transformers. In this work, high frequency modeling in a broad frequency range for major 
components of the wind farms and an investigation of switching transients on WTSU transformer are 
presented. An adaptive model of VCB capable of simulating statistical phenomena and overvoltages 
on circuit breaker and the components that it interacts with is developed in PSCAD/EMTDC. A high 
frequency phase model of single core cable, taking into account the high frequency effect of cable, 
i.e., electromagnetic transient propagation, skin effect and reflections is simulated in 
PSCAD/EMTDC. A linear wideband frequency-dependent black box model of an actual WTSU 
transformer based on the experimental determination of admittance matrix in a wide frequency range 
and subjecting the measured admittance matrix to an approximation by means of a rational function 
through vector fitting is used to simulate WTSU transformer. The rational function obtained for 
WTSU transformer can then be realized into an RLC network for time domain simulations in 
PSCAD/EMTDC. A test bench is simulated using the above mentioned high frequency models and 
replicating Type-IV wind turbine generator synchronized with the grid. Transient scenarios are 
investigated to understand the most severe switching transients experienced by WTSU transformers, 
considering the worst repeated switching transient overvoltages and the steep rate of voltage rise 
experienced by the WTSU transformer. Six different attributes of voltage waveforms across the 
WTSU transformer are used to investigate the transient behavior in the cases carried out on the 
proposed test bench. 
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Chapter 1 
Introduction 
Power systems have undergone profound changes over the past five decades. Energy producers are 
looking at alternatives of traditional thermal plants that use fossil fuels in renewal energy sources, 
such as wind and solar. In fact, a serious commitment to reduce carbon dioxide emissions, together 
with the desire to avoid fossil fuel, has resulted in tremendous growth of wind energy around the 
world. In Canada, every province is adopting wind power as a potential source of energy to 
supplement its energy grid. The current wind power generation capacity in Canada is about 8517 
MW, which accounts for 3.17% of the country’s total electricity demand [1]. Further, a strategy has 
been outlined by Canada's association on wind energy that anticipates this form of energy reaching a 
capacity of 56,000 MW by 2025 [1]. This will feed 20.5% of Canada's total electricity demand. 
Some of the nuclear plants in Canada are in the process of being refurbished. As elsewhere in the 
world, the inclination in Ontario is now towards the construction of wind energy systems as being 
cost-competitive, stronger, and affordable. Ontario has invested $1.73 billion within the past five 
years alone to install new wind farms with a capacity of 1,040 MW [2]. In 2013, a LTEP was released 
in Ontario. The LTEP proposes the procurement of 300 MW of wind energy in 2015, while 
identifying similar opportunities for 2016 [3]. As of December 2014, there were 69 wind farms 
installed in the province of Ontario, with a total number of 1852 wind turbines. The province plans to 
build 6,736 new wind turbines over the next 20 years, with a predicted contribution of 25% of 
Ontario’s total generation capacity by 2035 [4]. 
Electrical utilities across North America are predicting a high dependability on wind power in the 
near future [5]. However, these utilities have encountered serious challenges from the perspective of 
power system transient studies when incorporating wind power into existing transmission and 
distribution systems [6], [7]. A WTSU is installed with every turbine in a wind farm. The function of 
this transformer is to ‘step up’ the output voltage level of the turbine generator from the generation 
system rated voltage to the voltage level of the collector system, which is generally medium voltage. 
Failures in these wind turbine step-up transformers have occurred at an alarming rate, leaving wind 
farm operators and transformer manufacturers to identify the plausible causes of such failures. 
Vacuum circuit breaker initiated high frequency steep front switching transients is expected to be 
one of the reasons behind the wind turbine transformer failures. Wind turbines are typically switched 
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off several times a day due to extensive variations in wind speed, thus resulting in vast fluctuations in 
power generated by the turbine unit. In such conditions, circuit breakers (commonly vacuum circuit 
breakers) are used to isolate the unit from the collector grid. During the procedure of isolating the 
wind turbine unit from the grid by VCB, transient overvoltages are produced due to switching 
operation of VCB. These overvoltages are generated by ‘chopping’ the current, giving rise to 
transient recovery voltage. The current chopping in synchronization with the transformer's inductance 
and capacitance of the cable produces high di/dt and dV/dt. In the wind farms, each wind turbine is 
equipped with WTSU transformer that is directly connected to vacuum circuit breaker through a 
cable. Electrical systems with both long and short cables have shown the ability to produce transient 
voltages at the transformer terminals containing high frequency oscillating waveforms. Despite the 
fact that the magnitude of these transient overvoltages is less than the BIL rating of the transformer, 
such an event can prompt high oscillatory voltages inside the transformer windings, resulting in 
resonance thus causing transformer failures [8]. 
Standard power system deployment studies usually include reactive power requirement studies, 
load flow, fault level, short circuit analysis, voltage ride-through capability, etc., but fail to provide 
information about vacuum circuit breaker initiated steep front transient overvoltages experienced by 
wind turbine step-up transformers [9]. This emphasizes the need to conduct switching transient 
analysis studies for wind farms. 
1.1 Background 
1.1.1 Renewable energy systems: An overview 
Renewable sources of energy have been an alternative for non-renewable sources of energy for the 
past six decades. The benefits of renewable energy are that it is sustainable, pervasive, and generally 
non-polluting.  Moreover, solar cells and wind turbines do not utilize water to produce electricity, 
giving these energy sources crucial advantages in dry areas such as the western and south western 
portions of the United States [10]. In contrast, nuclear power plants and thermal electric plants use 
huge quantities of water. 
Despite their advantages, there are also some disadvantages associated with renewable energy. The 
main ones are high initial cost, variability, and low density, as there is a need for a large captured area 
and back-up power. Other disadvantages associated with renewable energy are brine from geothermal 
energy, odor from biomass, avian and visual pollution issues related to wind farms, etc. [10]. 
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 Permanent Magnet Synchronous Generators (PMSG) 
 Field Excited Synchronous Generators (FESG)  
 Doubly-Fed Induction Generators (DIFG) 
An alternative way of classifying wind generators is by type of connection with the turbine, 
whether gear connected or direct connected. Prior to 1990, manufacturers preferred gear connections, 
as they are light weight and can convert relatively low wind speeds to the high rotational speeds 
required by induction generators. Because of this ability, induction generators were quite small, and 
the total weight of such systems was less compared to direct drive systems. However, the main 
disadvantage of this approach is that it reduces the efficiency of the system. For this reason, 
manufacturers today are more interested in direct drive generator systems, of which only synchronous 
generators are currently available. Table 1-1 shows a comparison of the latest available wind 
generators. 
Table 1-1: Latest Wind Generators [13] 
No. Generator 
type 
Gearbox Manufacturer Power 
Rating 
Turbine 
rotor 
speed 
Generator 
voltage 
rating 
Grid 
connection 
type 
Nacelle 
weight 
Generator 
weight 
1 FESG Yes DeWind 2MW 20 rpm 13.8 kV 4 62000 kg N/A 
2 FESG Direct 
drive 
Enecron 4.5 
MW 
N/A N/A 2 N/A 220000 kg 
3 IG Yes Vestas 850 
kW 
26 rpm 690 V 2 38000 kg N/A 
4 IG Yes Vestas 2 MW 16.7 rpm 690 V 2 67000 kg N/A 
5 IG Yes Vestas 3 MW N/A 1000 V 3 70000 kg N/A 
6 DFIG Yes Gamesa 850 
kW 
25 rpm 690 V 3 33000 kg N/A 
7 DFIG Yes DeWind 2 MW 20 rpm 690 V 3 62000 kg N/A 
8 DFIG Yes Gamesa 2 MW 16 rpm 690 V 4 107000 
kg 
N/A 
9 PMSG Direct 
drive 
Zephyros 1.5 
MW 
18 rpm 3000 V 4 N/A 47200 kg 
10 PMSG Direct 
drive 
Vestas 3 MW N/A N/A 4 70000 kg N/A 
11 PMSG Direct 
drive 
The Switch 3.8 
MW 
21 rpm 690 V 4 N/A 81000 kg 
12 PMSG Yes The Switch 950 
kW 
N/A 690 V 4 N/A 3400 kg 
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transformer windings. It also effects the insulation and clamping structures, and adds to 
loosening of the windings. Periodic temperature fluctuations are experienced by transformer 
cooling systems as well. Oil absorbs more gasses during heating, and when the oil cools, it 
releases the gasses, which results in the formation of bubbles. These bubbles create hot spots, 
giving rise to partial discharge and leading to the eventual deterioration of the insulation. 
c. Proper sizing of transformer: To handle the unique conditions inherent in wind power, 
WTSU transformers should be properly sized. If they are not, the resulting dielectric burdens 
and overheating will eventually deteriorate the insulation system [23]. Hydrogen is 
predominantly generated within the transformer because of overheating and dielectric stresses. 
Increasing the kVA rating of the transformer has been potentially identified as a temporary 
solution to this problem, but it eventually adds to the losses. 
d. VCB initiated steep fronted transients: Steep front transient overvoltages caused by 
switching are another major concern [24]. The wind turbine unit can be switched off multiple 
times a day due to extensive changes in wind speed and corresponding fluctuations in 
generated power. To isolate the wind turbine from the grid, circuit breakers are used. The 
switching operation of vacuum circuit breakers results in transient overvoltages because of the 
extensive cable network and transformers used in wind farms [25]. These transient 
overvoltages are produced by current chopping and result in high di/dt and dv/dt. 
 
Figure 1.9: The phenomena of restriking and TRV across VCB 
Although switching overvoltages caused by TRV have a magnitude lower than the basic 
impulse level of the transformer, such overvoltages can prompt a large oscillatory voltage 
within the windings and lead to failures [26]. IEEE standard C570.142 deals with this subject 
adequately. 
Main : Graphs
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 Chapter 4 presents a detailed analysis and propagation of switching transients in a wind 
turbine that is synchronized with the grid. Four different cases are defined, where 
switching transients generated due to the opening and closing operation of VCBs on lower 
and medium voltages are analyzed. The most severe and onerous conditions are observed, 
depending on various factors. 
 Chapter 5 provides a discussion on the results obtained at the end of chapter 4. In chapter 
5, the comparison of the proposed transient study in wind farm with prior research work is 
presented. 
 Chapter 6 presents the thesis conclusion and suggests future work in the field of switching 
transient studies in offshore wind parks. 
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Chapter 2 
Literature Review 
In this chapter, details of the fundamental concepts of TOV, with special emphasis on switching 
transients, are provided in order to facilitate an understanding of the succeeding chapters. The 
transients presented here are the type caused by switching operations of vacuum circuit breakers 
(VCBs). A review of switching transients is followed by an evaluation of high-frequency transients 
due to switching of a three-phase transformer with a vacuum circuit breaker. A thorough literature 
review on transient overvoltage in cable systems and high frequency transients in large wind farms is 
presented in the latter part of this chapter. Finally, a discussion of "IEEE C57.142: Guide for the 
Occurrence and Mitigation of Switching Transients by Transformer, Switching Device and System 
Interaction" concludes this chapter. 
In transmission and distribution systems, inevitable conditions like network switching operations 
generate transient overvoltages. A transient overvoltage results from the reaction of the electrical 
circuit to sudden variations in an electrical network, such as switching operations or a fault. A 
transient is a process in which a power system moves from a steady-state condition to a transient state 
[30]. It is generally very short-lived, ranging from microseconds to milliseconds [37, 38]. 
2.1 Classification of Transient Overvoltage 
2.1.1 Impulse transients 
Lightening is a cause of impulsive transients and is associated with the discharge of a current that can 
reach up to 200 kA. The impedance of the system seen by the lightening current limits the 
overvoltage developed in this case. Such, overvoltage situations often cause faults in power systems 
due to insulation failures, which in turn cause supply interruptions and voltage sags throughout the 
electrical network. 
2.1.2 Oscillatory transients 
Switching transients in power systems are a source of oscillatory transients. Circuit breakers are used 
to isolate a fault that generates such oscillatory transients. In order to carry out maintenance 
operation, the switching of distribution feeders and capacitor banks that are used to provide reactive 
power support, is also considered as additional source of oscillatory transients. 
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 Circuit breaker initiated switching transients 
A switching overvoltage or switching surge is generated due to the interaction of the inherent 
elements (inductance, capacitance and resistance) associated with an electric network. When a current 
flows through an inductance, it produces magnetic flux. Any effort to change the magnetic flux (i.e., 
the current) will be opposed by the inductance, which is manifested by the generation of a counter 
EMF in the inductance in a direction that will keep the magnetic flux (and the current) constant. 
Therefore, when a circuit breaker tries to interrupt a current, a voltage is developed by the system 
inductance to oppose the change in current. The faster a switch tries to interrupt a current, the higher 
the resulting switching surge voltage is. 
 Shunt capacitor switching transients 
Shunt capacitors are used extensively in power transmission and distribution systems as a means of 
supplying reactive power for voltage support. These capacitors are implemented in the system to 
control the system voltage, increase the power transfer capability, reduce equipment loading, and 
lower energy costs by improving the power factor of the system. Depending on the level of reactive 
power support needed, switching of capacitor banks takes place. As the capacitor is defined by the 
instantaneous rate of change of voltage, the voltage at the bus bar collapses during the energization of 
a discharged capacitor. This results in oscillatory transient voltage, with a peak reaching up to 2 p.u. 
A similar effect is observed during the switching off of a capacitor, which results in a restrike. A 
restrike occurs when the recovery voltage of a breaker causes the dielectric strength of switching 
contacts to break, re-establishing the current in the circuit. Under certain network conditions, the 
switching transients of a capacitor can be magnified to higher values. This often occurs when 
transients that originate from medium voltage move to a low-voltage electrical network, with power 
factor correction capacitors present. The overvoltage associated with this phenomenon can reach a 
peak value up to 4 times the corresponding power frequency voltage. 
2.1.3 Travelling waves 
The parameters of transmission lines and cables are distributed, as are of transformer and generator 
windings. The characteristic impedance of a circuit with distributed parameters is its ability to support 
traveling transient waves of voltage and current. The influence of the distributed parameters on the 
propagation of TOV depends on the frequency content of the waves. 
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Current and voltage waves travel in both directions from the point of excitation or disturbance. The 
ratio of the amplitudes of the voltage and the current waves on a transmission line or cable is called 
the characteristic impedance Z0 of the line and for a lossless line is given by (2.1). 
                                                                      Z0= ටቀ௅஼ቁΩ                                                                  (2.1) 
 
where L and C are the distributed inductance and capacitance, respectively, of the line or cable. 
Typical values of characteristic impedance vary between 300Ω and 500Ω for overhead lines, and 
between 30Ω and 60Ω for cables. 
The velocity of the propagation of the waves for a lossless line is given by (2.2) and depends on the 
medium of propagation. It is near the speed of light (3*108 m/sec) for overhead lines, and between 
one-half and two-thirds of this value for underground cables [2]. 
                                                                 ν = ට ଵ௅஼	m/sec                                                                (2.2) 
Like all other waves, travelling waves initiated by disturbances in power systems also have classic 
wave characteristics such as reflection and refraction. 
 Reflection and refraction of travelling waves 
When voltage and current waves propagate in power lines or cables, there exists proportionality 
between the two. The proportionality constant is the characteristic impedance of the line or the cable. 
When a wave arrives at a point of discontinuity (which could be an open end, an underground cable 
or transformer where the characteristic impedance changes), two new wave pairs are generated to 
keep this proportionality.  One is reflected back and is superimposed on the incident wave, while the 
other is transmitted beyond the discontinuity. The amplitudes of the reflected and refracted waves are 
such that the voltage-to-current proportionalities are preserved for each. 
                                                                V2 =( 
௓ೌି௓್
௓ೌା௓್)V1                                                                                                     (2.3) 
 
                                                             V3 =( 
ଶ௓್
௓ೌା௓್)V1                                                                   (2.4) 
The magnitudes of reflected and refracted voltage waves at a junction point with characteristic 
impedance waves Za and Zb on the incident side and refractive side, respectively, can be quantified as: 
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Here, V1 is the incident wave, V2 is the reflected wave, and V3 is the refracted (transmitted) wave. 
௓ೌି௓್
௓ೌା௓್ is called the reflection coefficient and 
ଶ௓್
௓ೌା௓್ is called the refracted coefficient. 
The reflected current (I2) and transmitted current (I3) are given by: 
                                                                 I2 = -
௏మ
௓ೌ                                                                               (2.5) 
 
                                                                 I3= -
௏య
௓್                                                                               (2.6) 
 
These different types of transients discussed here are characterized by the following: 
 
a. Rise time 
b. Decay time 
c. Peak values of overvoltage 
d. Maximum current 
e. Rate of rise of voltage 
2.2 Vacuum Circuit Breaker initiated high frequency transients 
About six decades ago, when the first generation of vacuum circuit breakers was still in use, research 
was mainly focused on high chopping current levels of circuit breakers. The chopping of a current in 
accordance with a transformer or motor circuit creates high frequency overvoltages in the form of 
reignition and restrikes [26], [52]. An investigation into current chopping behaviors of VCBs showed 
that the choice of contact material influences the interruption performance of a breaker around current 
zero [14], and that the chopping current was deduced to vary from 3A to 8A [27], [15].  Current 
chopping differs for a SF6 circuit breaker or VCB [28], [33]. Moreover, the probability of reignition 
due to current chopping is statistically high and depends on the type of contact material [29]. 
Equation 2.7 [40] deduces the chopping current in VCB. 
                                                                Ich= (⍵×i×α×β) q                                                      (2.7) 
Where, ⍵ = 2×π×50 Hz; α = 6.2×10-16 sec; β = 14.28 and q= (1- β)-1 are the values as suggested in 
IEEE 57.142, and i refers to the magnitude of power frequency current. 
In the late 1980s, after determining the working of VCBs, the interruption of transformers [51] as 
well as the switching off of motors [49], [55] were carried out in order to provide enough information 
for determining overvoltages and insulation co-ordination levels. This work was followed by the 
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Table 2-1: Relationship Between Switching Device Performance and Frequency Interval [41] 
Circuit Breaker 
Performance 
1 Hz - 3kHz 3 kHz - 20 kHz 10 kHz - 3 MHz 3 MHz - 20 MHz 
Closing 
Mechanical Pole 
Spread 
Important Very important Negligible Negligible 
Prestrike effect Negligible Important Important Very important 
Opening 
High current 
interruption 
Important for 
interruption 
capability studies 
Important for 
interruption 
capability studies 
Negligible Negligible 
Chopping current Negligible Important for 
interruption studies 
of small inductive 
currents 
Very important Negligible 
Reignition effect Negligible Important for 
interruption studies 
of small inductive 
currents and 
capacitive currents 
Very important Very important 
High frequency 
current 
interruption 
Negligible Negligible Very important Very important 
 
As the transients observed occur in the high frequency range, the selection of the transformer is very 
important. Table 2-2 suggests different transformer models classified based on frequency range [41]. 
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Table 2-2: Transformer Models for Different Frequency Intervals [41] 
Transformers 1 Hz - 3kHz 3 kHz - 20 kHz 10 kHz - 3 MHz 3 MHz - 20 
MHz 
No Surge 
transfer 
    
With surge 
transfer 
    
Short circuit 
impedance 
Very important Very important Important for surge 
transfer 
Negligible 
Saturation Very important Very important Negligible Negligible 
Frequency 
dependent 
series losses 
Very important Very important Negligible Negligible 
Hysteresis and 
iron losses 
Only for resonance 
studies 
Very important Negligible Negligible 
Capacitive 
coupling 
Negligible Very important Important for surge 
transfer 
Very important 
 
2.3 Overvoltage Transients Experienced in Cable Systems 
In an electrical system comprised of a switching device, cables and transformers, high frequency 
transients from the switching device are alleviated by the capacitance of the cable and the inductance 
of the transformer. Designers of power systems are mainly concerned with steady-state frequency 
design (or at least up to several orders of harmonics, as required by standards) rather than high 
frequency transients. To analyze the cable reflections, accurate modeling of cables is required to 
model the wave propagation, skin effect etc., in the cable. 
Simply representing the cable as a π-model does not serve the purpose. For example, the 
semiconductor screens have a dominant role on the propagation characteristics at high frequencies 
[42]. To model the cable in PSCAD/EMTDC or any other power system transient analyzing software, 
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voltage among the windings exceeds the level obtained with a lightning impulse-shaped voltage 
waveform of 4.4 p.u. During a switching scenario with delta-connected transformers, where the 
winding is excited from both ends, the same 1-p.u./35-ns voltage step generates an inter turn voltage 
that exceeds the 1-p.u. level, which is more than 2.5 times higher voltage stress than during a 
lightning impulse test [45]. 
The voltage transients generated during breaker operations in cable systems in a wind park 
collection grid can reach very low-rise times. The rise times of these transients can be almost 50 times 
shorter than the rise time of a lightning pulse. Such transients can generate a very high voltage stress 
on the internal transformers insulation [46]. 
A critical switching scenario for estimating internal voltages using verified models of different 
types of transformers and wind turbine layouts (in order to account for typical wind turbine layouts 
found in modern wind farms) shows that the magnitude of the voltage transients is higher than the 
basic lightning impulse insulation level (BIL) [47]. Moreover, the rise time of the voltage surges is 
much shorter than the rise time of the lightning pulse. The shortest rise time of 40ns is obtained in a 
wind turbine layout where the wind turbine breaker is placed near the transformer. Due to very short 
rise times of the transients, very high internal overvoltages are estimated in dry-type transformer 
windings. 
These internal overvoltages are much higher than overvoltages recorded for the basic lightning 
impulse level. For a wind turbine layout where a breaker is placed in the bottom of a tower and a dry-
type transformer in a nacelle, the highest turn-to-turn voltage of about 1.5 pu is estimated. This is 
almost 4 times higher turn-to-turn voltage then the voltage obtained during the BIL test. In a wind 
turbine layout where a breaker is placed close to the transformer, the amplitude of the turn-to-turn 
voltages reached 1.8pu due to lower stray capacitances and thus a shorter rise time of voltage strikes 
[48]. 
2.5 Occurrence and mitigation of switching transients 
The purpose of this IEEE guide (IEEE standard 57.142) is to provide a detailed description of the 
transformer’s performance when impacted by oscillatory transients. These transients are typically 
produced upon interactions of the electrical system, switching device (not mechanical switching 
devices), transformer and load. The guide describes the operating conditions, which lead to the 
production of switching oscillatory transients, eventually resulting in damage to a transformer 
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insulation system. The nature of the interaction and electrical characteristics of the above-mentioned 
components is discussed in the guide, which also addresses several mitigation methods. The 
document provides a specific guide to the modeling technique of major power system components 
used to analyze switching transients in power systems. 
The source and its corresponding transmission system is represented as a network of capacitances 
and inductances. Since the transient frequencies are significantly higher than the system power 
frequency, the dominant system parameters are the surge impedance or the capacitance of the cables 
and lines. The short circuit inductive impedance is not an important parameter. As far as generation 
systems are concerned, adaptive approximated models of different generators are used to simulate 
switching transients. 
The loads of concern are mainly transformers that are unloaded, lightly loaded and inductively 
loaded. Non-linear loads (rectifier, variable speed motor drive, UPS system) may also be of concern, 
depending upon the impedance presented at the terminals of the transformer's natural frequencies. 
Severe voltages within the winding structure that produce stresses greater than the safety operation 
limit of the transformer’s insulation are produced within the transformer, if the transient voltage 
produced by system has a major oscillatory component at a frequency near to the natural frequency of 
the transformer. 
Transformers possess a frequency-dependent impedance characteristic, as shown in Figure 2.6. 
Hence, the relationship between voltage across a transformer’s terminals and voltage produced within 
the windings of a transformer non-linearly depends on the frequency content of the voltage applied 
and the surge impedance of the transformer [49], [50]. Each individual transformer has a unique 
design that corresponds to its impedance v/s frequency curve. Hence, creating an equivalent 
frequency-dependent black box model of the original transformer is very important for the analysis of 
switching transients [50]. 
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2.7 Research Objectives 
As the unpredictable problem of transient overvoltage and unavoidable switching action of VCBs, it 
is important to study fast switching transient overvoltage in wind farms. Despite the rising failure rate 
of WTSU transformers due to stresses from fast switching transient overvoltage, there is very little 
work done towards investigating and analyzing the switching transients experienced by WTSU. Due 
to this reason, following research objectives are set for this thesis:  
 Developing a detailed user defined high frequency black box model of VCB in 
PSCAD/EMTDC, proficiently simulating overvoltages on all the system components, taking 
into account the statistical phenomena of VCB. 
 Developing a single core cable model based on the geometry of cable, insulating material 
properties and incorporating a propagating wave frequency dependent phase model in 
PSCAD\EMTDC. 
 Development of a sophisticated black box model of WTSU transformer using vector fitting 
algorithm and rational function approximation technique, in PSCAD\EMTDC. Presentation 
of an average model of DFIG concludes the simulation of power system components for 
switching steep front transient analysis. 
 Simulating a test setup in PSCAD\EMTDC consisting of a Type-IV wind turbine 
synchronized with a grid to analyze the most onerous transient scenarios experienced by 
WTSU transformers. 
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Chapter 3 
High Frequency Models of Wind Power Components 
This chapter outlines the techniques of high frequency modeling of power system components that 
are responsible for propagation of switching initiated high frequency transients in a wind farm. These 
components are the switching device VCB, cables and wind turbine step up (WTSU) transformer. A 
detailed model of VCB that illustrates overvoltages not only on circuit VCB itself but also on the 
system components, considering all the statistical properties of VCB is outlined. The cable model 
based on the geometry, insulating material properties and type of connection with the electrical circuit 
incorporating a propagating wave frequency dependent phase model is presented. Elaboration of a 
sophisticated black box model using vector fitting algorithm and rational function approximation 
technique, in broad frequency range (20 Hz to 20 MHz) of WTSU transformer concludes the chapter. 
3.1 Modeling of Vacuum Circuit Breaker in PSCAD/EMTDC 
VCB is capable of quenching high frequency currents. The current quenching capability in 
synchronization with dialectic recovery characteristics result in high transient recovery voltage across 
VCB contacts. This statistical behavior of VCB's conducting arc causes interruption of high 
frequency current, eventually inducing numerous reignitions. Reignitions, depending on external 
circuit, may lead to critical overvoltages along the adjoining power system components. An accurate 
and complete model of a VCB in PSCAD is discussed in [31]. Following four criteria described in 
[59], should be taken into consideration for VCB model in PSCAD/EMTDC to show the statistical 
occurrence of reignitions: 
 VCB contact opening can start before the natural current zero crossing  
 First reignition occurs when high transient recovery voltage exceeds the withstand voltage of 
the VCB 
 The phenomenon of reignition is followed by high frequency currents being superimposed on 
current zeros 
 VCB model should have the ability to interrupt the high frequency current 
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For analyzing high frequency steep front transients in WTSU Transformer, a detailed high 
frequency model of VCB is developed in PSCAD/EMTDC. The model is able to simulate following 
statistical phenomena: 
a. Arbitrary nature of arcing time, i.e. the time between arcing phenomena and current zero 
b. Effective current interruption at high arcing times 
c. Interruption debacles for lower arcing times 
d. At high arcing times, no restrikes and reignitions occur 
e. At low arcing times, single or multiple restrikes 
f. Overvoltages due to current chopping  
g. At lower closing times there are no pre-strikes. 
h. At high closing times there are single or multiple restrikes 
i. High frequency current quenching capability 
3.1.1 Explanation of physical phenomena within a VCB 
3.1.1.1 Current Chopping 
During the opening operation of VCB, an arc is generated across the VCB contacts, as the current is 
yet to reach a natural zero crossing. At small magnitudes of current, the generated arc is unbalanced 
and terminates before the current zero crossing. Such event normally occurs at 6A and causes steep 
front transients depending on electrical system under consideration. This phenomenon is defined as 
current chopping. 
Due to non-deterministic nature of chopping current, earlier researches have defined distinct load 
current chopping levels for different contact materials [33]. According to [33] mean chopping current 
Ich is estimated by (3.1) as: 
                                                                      Ich=(⍵⨯i⨯α⨯β)q                                                                                                            (3.1) 
Where; 
                                                                     ⍵ = 2⨯π⨯f Hz                                                                            (3.2) 
                                                       i = amplitude of power frequency current                                                (3.3) 
                                                               α = 6.2 ⨯ 10-16 sec                                                                            (3.4) 
                                                                      β = 14.3                                                                                      (3.5) 
                                                                      q=(1- β)-1                                                                                    (3.6) 
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3.1.1.2 Cold gap breakdown 
During the separation of VCB contacts, the withstand breakdown voltage of the contact gap changes 
linearly with time. This process takes finite amount of time. An arc is generated across the contact 
gap of the vacuum, when the transient recovery voltage of the vacuum gap surpasses the threshold 
voltage of the VCB. The electrical circuit is closed again as the high frequency arc is reignited across 
the contact gap. Thus cold gap breakdown depends on rate of rise of transient recovery voltage [33]. 
3.1.1.3 Voltage escalation and re-ignitions 
Reignition takes place because voltage breakdown of the circuit VCB initiates a high frequency 
oscillatory current as the arc conducts. The oscillatory frequency is generated because of stray 
capacitance and stray inductance of VCB and the external circuit parameters. The high frequency 
current interrupts the circuit, clamping the load side voltage to a higher value. Now, transient 
recovery voltage across the VCB rises and goes beyond the withstand capability of the VCB, giving 
rise to further breakdowns. This phenomenon is called voltage escalation, as every following voltage 
breakdown will clamp the voltage to a higher voltage level. Voltage escalation is dependent on the 
natural resonating frequencies and is a function of electrical path created by the external circuit [10]. 
A temporary breakdown of the buildup voltage across the vacuum gap, taking place during the first 
quarter cycle is defined as reignition. Reignition generally takes place after the first current 
interruption. However, a restrike happens after a quarter cycle that takes place due to switching of 
capacitive circuits [60], [52]. 
3.1.1.4 Current quenching capability of VCB 
High frequency arc generated across the contacts of the VCB has certain inertia of its own. This 
inertia will succumb the interruption, when the arc goes through high frequency current zero. 
Therefore, in a precise model of VCB, initial high frequency current zeros are not obstructed and 
actual arc interruption takes place after these non-interrupted current zeros have passed. The current 
quenching capability of VCB is a measured from first order derivative of high frequency current 
flowing through the arc. The arc across the vacuum gap extinguishes after a fixed number of zero 
current crossings have passed. 
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3.1.1.5 Pre-strikes 
The prestrikes are observed once the vacuum gap of VCB closes from an open position. During the 
opening operation of a circuit VCB, reignition and restrikes are observed. The high frequency 
phenomenon is similar for both prestrikes and restrikes. The only difference is that escalations in 
voltage will not occur in prestrikes as the vacuum gap is shrinking with time [33]. 
3.1.1.6 Finite arc resistance 
The high frequency current flows through the arc right after the cold gap breakdown. However, a 
reignition voltage is imposed across the gap as this arc has finite resistance. This re-ignition voltage 
depends on the rate at which the high frequency current rises and the impedance of external circuit 
[33]. 
3.1.1.7 Probabilistic attribute of the VCB model 
The VCB high frequency phenomenon is highly probabilistic and is derived from experimental 
values. A sophisticated VCB model should accommodate the statistical nature of arcing time [33]. 
3.1.1.8 Hot gap breakdown 
Hot gap voltage breakdown occurs after the arc across the contacts has extinguished. Surplus charge 
carriers that endure on the surface of VCB contacts reduce the length of breakdown gap. These 
surplus charges cause the breakdown of vacuum gap at lower voltage than expected [33]. 
3.1.2 Dielectric Strength Calculation 
While modeling the dielectric strength of VCB, it is important to define voltage withstand capability 
of galvanic contacts. In the proposed VCB model, cold and hot gap breakdown cumulatively define 
the voltage withstand capability of VCB. VCB's contact distance derives the gap breakdown 
characteristic.  It is assumed that, the dielectric withstand capability of VCB is linearly dependent on 
speed of switching operation [61]. Equation (3.7) represents the linear variation of dielectric strength: 
																																																																		Vୠ୰ୣୟ୩ୢ୭୵୬ ൌ A ൈ ሺt െ t୭ሻ ൅ B																																																	(3.7) 
The parameters A and B at different dielectric strengths are listed in Table 3-1 [2]. 
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Table 3-1: The parameters of equation (3.7) at different dielectric strengths 
Dielectric 
Strength 
A(V/Sec) B(V) 
High 1.7E7 3.40E3 
Medium 1.3E7 0.69E3 
Low 0.47E6 0.69E3 
 
Equation (3.7) represents the dielectric strength just after the contacts have separated, where the 
constant A represents the opening speed. The same representation can be used for both opening and 
closing the VCB as well as the closing time. 
3.1.3 High Frequency Current Quenching Capability 
Reignition occurs when the transient recovery voltage of the VCB contacts exceeds the dielectric 
withstand capability of the VCB. Once reignition happens, high frequency current starts flowing 
through the arc generated across the VCB contacts. VCB, with its current quenching ability can 
interrupt this high frequency current. The successful interruption of high frequency current depends 
on the first order derivative of high frequency current at natural zero crossing. For positive disruption 
of the arc current, the rate of change of current at current zero should be less than the current 
quenching capability of VCB [33]. The high frequency current quenching capability of a VCB is 
represented in equation (3.8). The current quenching capability of the VCB is a function of speed at 
contact opening. 
                                                               ୢ୧ୢ୲ ൌ C ൈ ሺt െ t୭ሻ ൅ D																																																																				(3.8) 
 
The term ୢ୧ୢ୲ represents the highest current derivative that the VCB can break at the current zero 
crossing. The value of  ୢ୧ୢ୲ is summarized in Table 3-2. 
Table 3-2: The constants C and D at different current quenching capability 
Current Quenching 
Capability 
    C 
(A/s2) 
   D 
(A/s) 
High -3.4E11 255E6 
Medium 0.32E12 155E6 
Low 1E12 190E6 
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whether the voltage is suppressed or escalated. For a capacitive current interruption, the worst 
scenario is restrike at 180 degree after current zero (when Tstrike = 1/(2*60) = 0.008333s). 
 
Figure 3.2: Black Box restrike module 
Here flag is used to show whether the current is interrupted or not. Brk is the control signal of an 
ideal VCB. Ibrk show the VCB current. Tstart is the time to start the restrike simulation, it should not be 
confused with the instant of the current zero crossing or restrike. Tstrike is the interval of the first 
current zero and the first restrike. Clock is the timer to determine if the restrike should occurs. 
In the simulation, the restriking phenomenon starts at 0.05 seconds, and the angle between the 
current zero and restrike is kept 180 degrees. The following plots are presented to observe the 
restriking phenomena: 
 Current across the VCB 
 Voltage of the source 
 Voltage of the source 
 Voltage across the VCB 
As stated earlier the restriking phenomenon starts at 0.05 seconds. The inductance of the source 
and load capacitance resonates during the period of restrike to create a pre-dominant frequency 
component, to which restrike occurs. The source inductance (L=0.001 H) and capacitance(C=80uF) 
produce a resonating frequency (f1) of 558 Hz. 
                                              f1 = 
ଵ
ଶ∗஠∗ሺ୐∗େሻ = 558.5 Hz                                                            (3.9) 
This component of frequency can be seen as the restriking current in Figure 3.6. Impedance sweep 
or the frequency scan of the circuit shows that there is a huge peak at 558.5 Hz and this frequency in 
the current and the voltage during the period of the restrike. 
Ibrk Brk
Black 
Box
Restrike
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Figure 3.3: Flow chart of restrike phenomenon in PSCAD/EMTDC 
 
 
Figure 3.4 Current across the VCB during phenomenon of restrike 
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Figure 3.5: Zoomed in view of current across the VCB during phenomenon of restrike 
 
 
Figure 3.6: Bode plot showing impedance sweep of the test circuit during restrike mode 
 
The load voltage, source voltage and VCB voltage experience similar overvoltages as the VCB 
current during the period of restrike. Figure 3.7 and 3.8 show the relationship between the load 
voltage and the source voltage. Source voltage gets clamped with the load voltage during the period 
of restrike. In a purely capacitive circuit, as the one we have in the test system, if the restrike occurs at 
1800 after current zero, the voltage escalations are 3,5,7,9...times the source voltage after every 
restrike. 
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Figure 3.7: Source voltage and load voltage of the test circuit during restrike 
 
 
Figure 3.8: Zoomed view of source voltage and load voltage 
As explained earlier, the escalating voltages are odd multiples of the nominal rated voltage. The 
voltage across the VCB is shown in Figure 3.9. 
 
Figure 3.9: Voltage across the VCB 
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Figure 3.10 shows a comparison of voltages and current across the VCB, source and load during the 
period of restrike. During restrikes, as can be seen in Figure 3.10 the voltage across the VCB goes 
zero and the high frequency current flows through the VCB. 
 
Figure 3.10: Comparison of VCB voltage, load voltage, source voltage and VCB current during restrike period 
 
3.1.5 VCB model in PSCAD/EMTDC 
3.1.5.1 Test system for simulating VCB in PSCAD/EMTDC 
The test circuit for simulating the statistical and probabilistic model of VCB is shown in Figure 
3.11 [62], [33]. This diagram simulates a 3.46 kV single-phase electrical system representing a 
transformer, which is connected to a VCB through a cable. To keep the test circuit simple the 
transformer and cable are represented by their equivalent R, L and C network. 
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Second frequency component is observed during the closing operation of VCB. In this case, the 
switching operation creates a step change in the voltage oscillations across the load terminals, as 
prestrikes are observed. The magnitude of the oscillating frequency is dependent on Lk and Ll. As 
both of these inductances are in parallel and Ll is larger of the two, Lk will govern the equivalent 
inductance. The capacitance seen by equivalent circuit is Cl, hence the observed resonant frequency is 
                                                 f1 = 
ଵ
ଶ∗஠∗ඥ୐ౡ∗େౢ = 250 kHz                                                           (3.11) 
Once a step change in voltage is applied across the contact gap, a new frequency component arises 
during the opening operation of VCB. The resonating branch for this frequency component comprises 
of Ls and Lk in parallel with Ll. Lk dominates equivalent inductance of the circuit. Additionally, the 
equivalent capacitances comprises of Cs and Cl, which are in parallel with each other. The observed 
frequency component is at the frequency of f2. 
                                                            Ceq = 
େ౩∗େౢ
େ౩ାେౢ																																																																																						(3.12) 
 
 
                                              f2 = 
ଵ
ଶ∗஠∗ඥ୐ౡ∗େ౛౧ = 1.8 MHz                                                               (3.13) 
 
    The test circuit anticipates a final resonant frequency of 50 MHz across the VCB contact terminals. 
This frequency is observed because of series resonance of Cs and Ls. The frequency has been 
eliminated from the analysis as an acutely feeble time step is required to capture this component. It is 
observed that the frequency component of 50 MHz damps within 2μs, which is another reason of 
excluding this frequency component from the analysis. 
3.1.5.2 Opening operation of VCB 
Under the opening condition of VCB in Figure 3.12, the resonating frequencies appearing in the 
voltage using impedance sweep are presented. 
Since the high frequency current flowing through the arc is of interest, we need to determine the 
excitation frequency associated with this current. The negative peak as opposed to positive peak is 
observed around 250 kHz. This confirms the theoretical calculations shown in the previous section. 
The time step of 0.001 µsec is not feeble enough to capture 50 MHz frequency and is not seen in the 
frequency scan. 
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Figure 3.12: Frequency scan of VCB circuit during the opening operation 
Figure 3.13 shows the opening operation of the test circuit using VCB. The opening of VCB 
contacts takes place at 16 ms and four reigntions are observed. The post transient oscillations take 
about 8ms to die and are observed across the load voltage. 
 
Figure 3.13: Opening operation of the test circuit during at 1.6 ms 
The zoomed in view of transient recovery voltage (Utrv), during the opening of VCB contacts 
shows four reignitions. This phenomenon can be observed in Figure 3.14. 
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Figure 3.15 shows the VCB current and load voltage for the zoomed in TRV across the VCB. 
Figure 3.14 depicts the transient recovery voltage across the VCB (Utrv), current of the VCB (Ib), 
voltage across the load (Vload) and Ub1 and Ub2 show the voltage withstand capability of the VCB, 
as referred in equation (3.7). The physical opening of the contacts starts at 0.016 seconds. The first 
criteria needed for multiple reignitions is accounted by the prompt jump observed in the withstand 
voltage of the VCB. The separation of VCB contacts should start before the natural current zero. This 
phenomenon is depicted in Figure 3.14 during the initial opening across the VCB contacts. 
 
 
Figure 3.14: Zoomed in view of transient recovery voltage (Utrv) 
 
The frequency components explained in the previous sections are revealed in Figure 3.15. In the 
switching transient study, the prime motive is to recognize high frequency components, hence a 
minor time step is chosen. This tiny time step eliminates power frequency component in the observed 
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waveforms. A time step of 0.01 µsec is required to precisely capture the high frequency components. 
The model is verified from the results obtained in [62], [33]. 
Figure 3.17 shows the zoomed view of first reignition in TRV across the VCB as elaborated in 
Figure 3.16, with corresponding VCB current and voltage across the load terminals. The small 
transient observed in the beginning of Figure 3.17, is because of the chopping current that takes place 
at 3 Amps. Figure 3.18 shows the chopping of the current and responsive TRV across the VCB 
during the current chopping. 
 
Figure 3.15: Opening operation of VCB at 1.6 ms 
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Figure 3.16: Zoomed in view of transient recovery voltage (Utrv) 
 
Figure 3.17: Zoomed view of first reignition 
Main : Graphs
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Figure 3.18: Phenomena of current chopping 
 
Diminishing voltage spikes are observed in Figure 3.16 and Figure 3.17 (further zoomed in Figure 
3.19). The frequency component that creates these spikes needs further explanation. The arc between 
the VCB contacts extinguishes when a fixed number of high frequency current zeros have crossed. 
Once the arc extinguishes, the TRV across the VCB starts to increase. The high frequency component 
observed at the inception of this phenomenon is 1.8 MHz. As the arc extinguishes the rate of rise of 
voltage is very high. The high rate of rise of voltage succumbs the 1.8 MHz component, resulting in 
TRV across the breaker surpassing the withstand voltage of VCB, causing subsequent breakdowns. 
This phenomenon is observed as narrow spikes in the voltage waveforms. 
 
It is worth observing the phenomena of reignition. As can be seen during the start of the simulation, 
the voltage across the VCB is compared to the withstand capability of the VCB. As the TRV across 
the VCB surpasses the withstand capability, the reignition occurs. The transients stop when the TRV 
across the VCB is less than the voltage withstand capability of the gap, as observed in the first section 
of Figure 3.21. 
 
Successful high frequency current interruption is observed in Figure 3.21, when the TRV does not 
exceed dielectric withstand capability of VCB. The time step chosen in this demonstration is different 
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from previous graphs. The final purpose of VCB is to disrupt the current that is accurately depicted in 
this waveform. 
 
 
Figure 3.19: Figure depicting 1.8 MHz component 
 
Figure 3.20: Voltage spikes during current chopping 
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Figure 3.21: Successful Interruption of current 
3.1.5.3 Closing operation of VCB 
Under the closing condition of VCB in Figure 3.22, the resonating frequencies appearing in the 
voltage waveform are presented. The frequencies with 886 kHz and 2.6 MHz components are 
observed. 
Previous section is dedicated to the problem of restrikes and depicts the phenomena observed 
during the opening operation of VCB. During the closing operation of VCB, the problem of prestrikes 
is observed (Figure 3.23). The amount of prestrikes depends on cold gap withstand voltage of the 
VCB and the speed with which contacts of VCB close. In a peculiar condition, it is observed that the 
high frequency arc between the galvanic contacts of VCB conducts the power frequency before 
contacts are physically closed. This phenomenon is dependent on the rate at which VCB contacts 
close. 
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Figure 3.22: Frequency scan of VCB circuit during the closing operation 
 
The phenomenon where current quenching capability of VCB is unable to snap the power 
frequency current at zero current crossing is referred as an ineffective interruption. It becomes very 
difficult for VCB to obstruct the current at high frequency, once the arc across the VCB contacts has 
attained its natural inertia. Due to inability of VCB to interrupt this current no further zero crossings 
are observed. Under such condition, the external circuit interrupts the arc at natural current zero. This 
phenomenon is observed in the three-phase system, where three different phases are involved and due 
to insufficient interruptions, second pole operates before the first pole and successfully succumbs the 
current. Even though the arc conducts for longer than expected, the high dielectric withstand 
capability of VCB contacts will result in no further breakdown and the high frequency arc is 
terminated. 
Figure 3.25 shows the effect of pre-strikes. As the VCB contacts are approaching the actual closing 
state, the voltage between the contacts rises and cross the gradually diminishing dielectric withstands 
voltage of the gap. An arcing current establishes, as the gap breaks down before the actual closing 
state is reached. This phenomenon is attributed to hot gap breakdown characteristic of VCB's 
galvanic contacts. This arcing current results in first pre-strike. Subsequently, the high frequency 
conducting arc again establishes, depending on external electrical circuit. Second prestrikes are 
observed once the VCB interrupts the high frequency current at next current zero. As this process 
repeats numerous prestrike are observed. Resulting multiple prestrikes ensure steep front voltage 
transients.  This phenomenon is observed in Figure 3.27. 
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Figure 3.23: Closing operation of VCB at 4.7 ms 
 
 
Figure 3.24: Zoomed view of breaker current 
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Figure 3.25: Effect of prestrikes during the closing operation of VCB 
 
 
Figure 3.26: Zoomed view of breaker current 
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Figure 3.27: Zoomed version of Figure 3.25 
 
3.1.5.4 VCB in a Three Phase System 
The VCB used in the test bench is a three phase VCB and the user needs to analyze the effects of 
choosing distinct operating instant for each phase of three-phase system. Figure 3.28 depicts the 
electrical circuit chosen to observe the effects of three-phase VCB. The loads and electrical 
configuration of the three-phase circuit is similar to the single-phase test circuit chosen before. 
The test case is opening the VCB at 19 ms.  Each phase observe different number of reignitions. A 
different electrical configuration is observed by each phase of three-phase VCB because of 1200 phase 
difference. As the current chopping is different at each phase, the TRV across each one of the phases 
will be different, creating unique number of restrikes. This phenomenon is observed in Figure 3.29 
[33]. This observation corresponds to real case scenario, where each phase shows different number of 
restrikes or prestrikes because of unique current chopping level and virtual current chopping. 
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Figure 3.28: Opening of VCB at 19 ms 
 
 
Figure 3.29: Zoomed view of TRV 
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Figure 3.30: Zoomed view of Figure 3.29 
 
3.2 Cable Modeling 
This section illustrates high frequency modeling technique of a power cable in PSCAD/EMTDC. 
Eventual goal of the proposed cable model is to replicate high frequency behavior of the real power 
cable. The cable model presented here incorporates the high frequency phenomena of skin effect, 
reflections, electromagnetic transient propagation, speed of propagation etc. The model developed is 
employed to formulate a novel test bench to investigate VCB initiated high frequency transients in a 
wind farm. 
In steady state power system studies, the power cable is represented as an equivalent RLC electrical 
network. Nevertheless, for switching transient studies, a frequency dependent model that incorporates 
the distributed parameters of the cable and is able to replicate high frequency phenomena of reflective 
transients, should be used. 
PSCAD/EMTDC accommodates three alternatives to a power cable model: 
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 Bergeron model 
Bergeron is the most basic model of the power cable. Here, cable is modelled as subsequent 
sections of R, L and C. This model is employed in standard power system studies, to precisely 
represent electrical response of a cable to an excitation frequency. 
 Frequency dependent mode model 
Mode model employs the constant transformation of internal matrices to represent the high 
frequency phenomena in a cable. As a major disadvantage, this model fails to replicate the cable 
behavior during ideal transposition of core conductors. 
 Frequency dependent phase model 
This is the most sophisticated cable model in PSCAD\EMTDC. In this model, dependency of 
distributed parameters is defined for a particular range of frequency. The rational transformation 
matrix uses frequency dependence characteristics to replicate phenomena like skin effect, reflections 
and EM wave propagation. This model is used in switching transient studies. 
Series impedance matrix and shunt admittance matrix are the primary parameters of power cables 
or transmission lines. Equation (3.1) and (3.2) represent impedance and admittance matrices. 
                                                        Z(⍵) = R(w) + j⍵L                                                              (3.14) 
    
                                                      Y(⍵) = G(w) + j⍵C                                                              (3.15) 
Where G, R, C, L are shunt conductance, series resistance, shunt capacitance and series inductance 
respectively. Impedance and admittance are both function of frequency. 
In PSCAD/EMTDC, parameters of the cable simulated depend on the geometry and physical 
attributes of the specific material used in cable. Structural configuration of the proposed cable model 
is different from the real cable. This model does not account for the semiconductor screen of the 
actual cable. The cable model asserts that the core of the cable is a consistent conductor in 
comparison to the core conductor in actual cable, which is made up of different strands. 
The cable representation on in PSCAD/EMTDC only requires the geometric parameters for the 
conductors, sheaths and insulators. PSCAD/EMTDC does not take into account the core stranding, 
inner and outer semiconductor screens and wire screen. 
PSCAD/EMTDC fails to represent following features of the cable: 
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r1, main insulation thickness and outer & inner semiconductor thickness. r3 is obtained from radius r2 
and radius of cross section of the screen. The outermost radius of cable is r4. Table 3-3 shows the 
calculations for the four different layers of cable model in PSCAD/EMTDC. 
Table 3-3: Calculation depicting the four different layers of cable model in PSCAD/EMTDC 
 
Radius 
 
Calculation 
 
Value  
 
r1 
 
ୈ୧ୟ୫ୣ୲ୣ୰ ୭୤ ୲୦ୣ ୡ୭୬ୢ୳ୡ୲୭୰
ଶ  = 
ଵଵ.ଶ ୫୫
ଶ  = 5.6 mm 
 
 
5.6 mm 
 
r2 
r2 = r1 + main insulation thickness + outer & inner semiconductor 
screen thickness 
r2 = 5.6 mm + 5.5 mm + 0.5 mm + 1 mm = 12.6 mm 
 
12. 6 mm 
 
r3 
 
r3 = ඥሺAୱ/πሻଵ ൅ rଶଶ 
where As is the area of cross section of screen 
 
 
13.26 mm 
 
r4 
 
୓୳୲ୣ୰	ୢ୧ୟ୫ୣ୲ୣ୰ ୭୤ ୲୦ୣ ୡୟୠ୪ୣ
ଶ  = 
ଷଶ୫୫
ଶ = 16 mm 
 
 
16 mm 
3.2.2 Physical properties of the cable materials used 
The cable model not only requires the thickness of layers but also the physical properties of the 
material of the layers. The approximated values used in the cable model in PSCAD/EMTDC are 
given in the Table 3-4. 
Table 3-4: Properties of the cable material 
Cable material properties 
Resistivity [Ω.m] Copper 1.7 × 10-8 
Aluminum 2.82 × 10-8 
Lead 1.9 × 10-7 
Relative Permittivity XLPE 2.3 
Permittivity [F\m] Vacuum 8.854 × 10-12 
 
3.2.3 Matching the capacitance and inductance of the cable 
Calculation of per unit inductance and capacitance of the cable is presented the Table 3-5. 
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Table 3-5: Matching the inductance and capacitance of the cable 
Capacitance  
Cper_unit= 
ଶ	ൈ஠ൈƐ౥ൈƐ౨
୪୬	ሺ౎౥౫౪౛౨౟౤౩౫ౢ౗౪౟౥౤౎౟౤౤౛౨౟౤౩౫ౢ౗౪౟౥౤ሻ
= ଶ஠ൈ଼.଼ହସ ൈଵ଴
షభమൈ ଶ.ଷ
୪୬ 	ሺଵଶ.଺/ହ.଺ሻ  = 217.56 pF/m 
 
(3.16) 
Inductance  
Lper_unit= 
ଵ
ଶ஠ × µ0 × µr × loge(Routerinsulation/Rinnerinsulation) = 160.5 nH/m 
 
(3.17) 
Surge Impedance  
Z0 = ට୐େ = 27.14 Ω 
 
(3.18) 
Wave travelling 
speed 
 
v = 
ଵ
√୐େ = 179.3 m/µsec 
(3.19) 
 
The four parameters presented above have been matched to the actual cable. Capacitance, 
Inductance, surge impedance and wave travelling speed calculated are the within the 10% error range. 
The expression that describes the inductance in (eq. 3.17) does not take into account the self-
inductance of the conductor, as this term is negligible at higher frequencies. This is because the skin 
effect confines the current to external surface of the conductor. At high frequencies, the inductance 
has a lower value, which is translated into lower characteristic impedance and a higher speed of 
propagation. 
3.3 Modeling of WTSU Transformer 
Several resonance points due to inductive and capacitive effects from the windings, tank and core 
characterize the high-frequency behavior of transformers. Overvoltage studies like switching transient 
overvoltage study, resonant and transfer overvoltage study should incorporate the frequency 
dependent behavior of the transformer. This section of the chapter outlines a procedure for 
development of a high frequency black box model of an actual transformer, for the suggested 
overvoltage studies. Specific modeling procedures used to obtain this model are presented in the 
following sections. 
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This black box model is valid for a frequency range of 20 Hz to 20 MHz. The proposed model 
incorporates the experimentally determined frequency dependent admittance matrix. The measured 
admittance matrix is first approximated by means of rational function approximation and then fitted 
via a vector fitting algorithm. Vector fitting is used to approximate the rational function of measured 
admittance matrix, in form of partial fractions [63]. Finally, an experimentally calculated rational 
function is formulated that is realized into a network of electrical entities (RLC) for time domain 
simulations. The time domain simulations are carried out in PSCAD/EMTDC. 
Specific measurements are carried along the transformer terminals to obtain the frequency 
dependent admittance matrix. This admittance matrix characterizes low and high frequency behavior 
of the transformer. The modeling procedure approximates the transformer's time invariant response as 
a frequency dependent black box. Each block of the admittance matrix is a specific current-voltage 
ratio. Obtaining all admittance values generates a 6*6 admittance matrix for the three phase 
transformer. Vectorial curve fitting is then used to approximate the deduced admittance matrix for 
rational function approximation. 
3.3.1 Overview of Modeling Procedure 
The three-phase transformer is considered an N-terminal device, as shown in Figure 3.33. The voltage 
and currents are expressed in equation (3.20). Here Y(s) represents the admittance matrix and I(s) and 
V(s) represent the current and the voltage vectors, respectively. Expanded vector formulation, voltage 
and current vectors follow in equation (3.21). 
                                                                    I(s) =Y(s)*V(s)                                                            (3.20) 
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algorithms clearly suggest that vector fitting algorithm is effective for modeling transformer 
responses. Vector fitting extracts the approximated rational function from the measured raw data in 
form of additive partial fractions. This is accomplished by compensating initial set of poles with an 
augmented set of poles, through an iterative pole relocation method. The iterative pole relocation 
method uses least square approximation algorithm to approximate the higher order responses [64]. 
The initial poles should be chosen to complement the augmented problem and must be 
logarithmically distributed over frequency range of interest. As the passive nature is more dominant 
during higher frequency range, the initial poles should be complex conjugate pairs instead of real 
quantities. 
Equation 3.23 demonstrates rational function approximation that is considered to demonstrate the 
vector fitting method. 
                                                        f(s) = ∑ ሺ ௖೙௦ି௔೙ሻ
ே௡ୀଵ  + d + s.e                                                (3.23) 
 
Here f(s) represents a matrix of numerous responses as frequency dependent transfer function. 
Residues and poles are represented by cn and an, respectively. Both residues and poles are complex 
conjugate pairs and their passivity should be kept in check, while approximating the higher order 
responses. The aim of this section, is to represent the function f(s) in terms of the variables on the 
right hand side. For this purpose, the unknowns of f(s) should be calculated. Once the unknowns are 
computed, f(s) can be easily approximated in the frequency range of interest. Hence, the problem 
should be linearized as one of the unknowns an, is in the denominator. Vector fitting algorithm 
linearizes the problem of higher order rational functions by identifying the poles and residues 
separately. 
A close observation of equation (3.29) shows that zeros of σfitted(s) are similar to the poles of f(s). 
Hence, the problem of realizing poles of fitted f(s) can be tackled by obtaining zeroes of linear 
equation (3.24). 
                                                       σ(s) = ∑ ሺ č೙௦ିā೙ሻ
ே௡ୀଵ  + d + s.e                                                  (3.24) 
The augmented problem thus produced can be rewritten as follows: 
                                             ൤݂ሺݏሻߪሺݏሻߪሺݏሻ ൨ = 
ۏ
ێ
ێ
ۍ∑ ቀ ௖೙௦ିā೙ቁ
ே௡ୀଵ 	൅ 	݀	 ൅ 	ݏ. ݁
∑ ሺ č೙௦ିā೙ሻ
ே௡ୀଵ 	൅ 	1	
ے
ۑ
ۑ
ې
                                          (3.25) 
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To linearize the rational function obtained in equation 3.25, the second row of equation 3.25 is 
multiplied by f(s) giving equation 3.26. 
                                     ∑ ቀ ௖೙௦ିā೙ቁ
ே௡ୀଵ 	൅ 	݀	 ൅ 	ݏ. ݁ = ቂ∑ ሺ č೙௦ିā೙ሻ
ே௡ୀଵ 	൅ 	1	ቃ f(s)                               (3.26) 
 
                                                        (σf)fitted(s) = σfitted(s)×f(s)                                                         (3.27) 
      
Equation 3.27 is a linear problem of the type Ax=b in the frequency range of interest with certain 
unknowns in the solution vector x. 
From equation 3.27, we have 
                                                    f(s) = 
ሺఙ௙ሻ೑೔೟೟೐೏ሺ௦ሻ	
ఙ೑೔೟೟೐೏ሺ௦ሻ                                                                      (3.28) 
Both numerator and denominator of equation (3.28) have the same poles. The ratio in equation 
(3.28) can be rewritten as single fraction instead of sum of partial fractions, as shown in equation 
3.29. 
                                                      f(s) = e ∏ ሺ௦ି௭೙ሻ
ಿశభ೙సభ
∏ ሺ௦ିž೙೙ಿసభ ሻ																																																																											(3.29) 
A close observation of equation (3.29) shows that zeros of σfitted(s) are similar to the poles of f(s). 
Hence, the problem of realizing poles of fitted f(s) can be tackled by obtaining zeroes of linear 
equation (3.24). 
Now, to precisely fit the approximated rational function, residues of the function f(s) should be 
recognized. In order to linearize this problem and solve the residues by substituting the unknowns cn, 
d and e, the zeroes of σfitted(s) presented above are used in the original problem (3.24) as new poles. 
Approximation of rational function is completed by recognizing residues and poles of function f(s). 
The next step is fitting the approximated rational function via vector fitting algorithm. To understand 
the vector fitting algorithm and its formulation, the reader is referred to [64]. 
3.3.3 Passivity enforcement on the fitted admittance matrix 
The intention of the previous section is to obtain a rational function approximation of frequency 
dependent admittance matrix via vector fitting algorithm. Once an approximated rational function of 
admittance matrix is obtained, an equivalent RLC network of transformer is realized in 
PSCAD/EMTDC. The time domain RLC network thus obtained is passively linear time invariant. 
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During the transient simulations this model should behave passively in nature. Furthermore, for a 
particular input voltage, the developed model should only absorb real power. 
Due to the non-passive nature, transient simulations incorporating user defined modules obtained 
via rational function approximation may result in instability. It has been observed that a user defined 
model that is already tested and verified for stability and passivity, can still exhibit non passivity once 
the model interacts with adjacent power system components during time domain simulations. Hence, 
the equivalent RLC network of transformer should be checked for passivity compliance within the 
frequency range of interest. Once the non-passive nature is identified, it should be removed. The 
method of extracting the non-passive behavior is defined as passivity enforcement. 
Passivity across the rationally fitted admittance matrix is checked by analyzing the real part of 
admittance. For the admittance to be passive, the real part and corresponding Eigen values should be 
positive definite. If found non passive, the network is enforced to a correction so that a positive 
definite network can be realized. To minimize the fitting error caused due to variation of actual data, a 
lower order correction is chosen. It is observed that non passivity can be kept in check by getting an 
accurate measurement of admittance matrix. The passivity criterion using positive definite 
determination is elaborated below [65]. 
The equation (3.30) defined an admittance matrix in the frequency range of interest 
                                                                        I=Y v                                                                    (3.30) 
Here I and v represent currents and voltages. The real power observed by the system is 
                                      P=Re {v*Y v} =Re {v*(G+jB)v}= Re {v*Gv}                                    (3.31) 
A close observation of (3.31) shows that; if the eigen values of G are kept positive definite then the 
real power will always remain positive. Here '*' refers to transpose and should not be confused with 
multiplication. For detailed understanding of passivity enforcement, the reader is referred to [30]. 
3.3.4 Time domain implementation after passivity enforcement 
The elementary concept to create a high frequency transformer model, is to obtain an equivalent RLC 
network of transformer terminal response in form of admittance matrix within a particular frequency 
range. The final step of complete transformer modeling is predicting the equivalent RLC network. 
The equivalent electrical network is generated from the rational approximation of fitted admittance 
matrix. 
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The expression Y shown in equation 3.32 is approximated rational function of the measured 
admittance matrix on transformer terminals using vector fitting algorithm. The fitted admittance 
matrix in form of a rational function is given in equation 3.32. 
                                  Yfitted(s)ij =∑ ௥೘೔ೕ௦ି௔೘
ே௠ୀଵ ൅	݀௜௝ ൅ ݏ. ݁௜௝                                                          (3.32) 
Equation 3.33 depicts the branches from nodes of realized electrical network to the ground: 
                                              yii= ∑ ௙ܻ௜௧௧௜௡௚ሺݏሻ௜௝௡௝ୀଵ                                                                     (3.33) 
Electrical branches between different nodes are given by: 
                                                                   yjj=-Yfitting(s)ij                                                                                                    (3.34) 
 
Here n depicts the size of the matrix. As it is a three phase transformer the value of n is 6. For the 
purpose of illustrating the time domain implementation, consider a single branch of the RLC network 
derived from complex and real poles: 
         y(s) = ୰భୱିୟభ + 
୰మ
ୱିୟమ + --- + 
ṙభି	୨ṝభ
ୱିሺȃభି	୨ȁభሻ +
ṙభି	୨ṝభ
ୱିሺȃభା	୨ȁభሻ + 
ṙమି	୨ṝమ
ୱିሺȃమି	୨ȁమሻ +  
ṙమି	୨ṝమ
ୱିሺȃమା	୨ȁమሻ + --- + d + s.e      (3.35) 
 
    Figure 3.37 shows an electrical network of parallel branches derived from evaluation of equation 
3.35.  
 
where, 
                                                       Ro = 
ଵ
ୟ ; Co = e ;                                                                      (3.36) 
RL circuit represents the real pole as; 
                                                     Lr= 
ଵ
୰ ; Rr  = -(
ୟ
୰)                                                                       (3.37) 
The complex conjugate pair is given by RLCG network: 
                                           Lc= 
ଵ
ଶ୰ ; Rc = 2Lc (Lc(ṙ1ȃ1+ ṝ2ȁ2)-ȃ1)                                                       (3.38) 
 
                              Cc =
ଵ
୐ౙሺȃభା	ȁభା	ଶୖౙሺṙȁାṝȃሻሻ ; Gc = -2LcGc(ṝȃ+ṙȁ)                                                   (3.39) 
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Figure 3.39 depicts the high frequency response of transformer terminals in form of admittance 
matrix. These characteristics are obtained via direct frequency sweep measurements with sampling 
window of 1201 points. Passivity enforcement over the raw data accounts for the inaccuracies due to 
noise and other factors. The authenticity of measured admittance matrix is validated by 6 set of 
identical measurements. 
 
Figure 3.39: Terminal response of transformer in the form of an admittance matrix 
Frequency dependent network equivalent (FDNE) model is used to simulate WTSU Transformer in 
PSCAD/EMTDC. FDNE creates a multi-port, frequency-dependent network equivalent from given 
characteristics, such as impedance or admittance values in a wide frequency range. The admittance 
data given as a function of frequency is approximated using rational functions and vector fitting 
technique. Once the parameters are expressed as rational functions, an electromagnetic transient-type, 
frequency-dependent network equivalent is constructed, consisting of admittances and current 
sources. Following parameters are to be chosen to simulate the frequency dependent equivalent model 
of WTSU Transformer: 
 Maximum fitting error 
 Maximum order of fitting 
 Steady state frequency 
 Weighting factor from minimum to steady state frequency 
 Weighting factor of steady state frequency 
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 Weighting factor of steady state frequency to maximum frequency 
Figure 3.40 and Figure 3.41 show the magnitude and phase of each admittance block in the 
admittance matrix.  An order of 23 is chosen for approximation of the rational function. The iterative 
loop runs 6 times and passivity enforcement over 1201 points generate an equivalent RLC time 
domain network. The frequency range of interest is 20 Hz to 20 MHz. The low frequency segment 
around 600 kHz exhibit a near perfect fit, however, a very high resolution approximation is not 
observed at high frequencies.  
 
Figure 3.40: Measured and calculated values of admittance matrix of the transformer 
 
Figure 3.41: Measured and calculated values of phases of admittance matrix of the transformer 
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A congruently perfect fitting is obtained if the highest order of approximation is chosen. However, 
this is not possible in practical applications. A higher order of approximation results in large element 
size which in turn needs a sophisticated computational setup. The modeling technique presented in 
this thesis, uses the order of approximation of N=23. This approximation order facilitates an 
acceptable fitting and the rms error in the realized model in 1.3563%. 
3.4 Summary 
This chapter presented the high frequency modeling procedures of VCB, cable, and WTSU 
Transformers. To simulate VCB model in PSCAD/EMTDC, a user defined black box model is 
considered. A control strategy based VCB model cannot be used for simulating high frequency 
transients, as it does not take into account mutual interaction of power system components. 
Considering all high frequency parameters and statistical nature of arcing phenomenon, a high 
frequency user defined black box model of VCB is created in PSCAD/EMTDC. The developed VCB 
model is validated through a single-phase test circuit. 
There are three models available for cables in PSCAD/EMTDC. For analyzing high frequency 
switching transients the frequency dependent (phase) model should be used in PSCAD/EMTDC. The 
cable model in PSCAD/EMTDC does not account for all the layer of a real cable therefore a cable 
model is developed that can represent the high frequency phenomena of the real cable to the best 
possible extent. 
A high frequency black box model of WTSU transformer, within a frequency range of 20 Hz to 20 
MHz is simulated in PSCAD/EMTDC. Black box model of actual transformer is developed because 
the transformer terminal models available in literature are only valid for 0Hz - 250 kHz frequency 
range.  
These high frequency models are used to create a type IV wind farm (chapter 4) that serves as the 
test bench for carrying out VCB initiated high frequency transient study on WTSU transformer of a 
type IV wind farm. 
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Chapter 4 
VCB initiated switching transient analysis on Type IV Wind Farm 
In this chapter, a test bench (type IV wind farm) using the user defined high frequency black box 
models of VCB, cable and WTSU transformer is outlined. Four different cases are defined where 
switching transients generated due to opening and closing operation of VCB on low voltage side and 
high voltage side of WTSU transformer are investigated. The VCB initiated switching transient study 
is done in PSCAD/EMTDC. 
4.1 Test Bench Layout 
The test bench under consideration is a type-IV wind farm that is synchronized with the grid. Figure 
4.1 shows the schematic of wind farm that has been designed in PSCAD/EMTDC. 
 
Figure 4.1: Type IV wind turbine synchronized with the grid 
The electrical system shown in Figure 4.1 is a single wind turbine generator synchronized with the 
grid. As, the focus of this study is to investigate switching transients generated from the adjacent 
VCBs of WTSU transformer, there are certain assumptions made during the development of this test 
bench, are listed below: 
 The generation system is an approximated model of DFIG.  
 There is no significant impact of stator and rotor side converters on the magnitude of 
switching transient overvoltages imposed on WTSU transformer. Hence, generic and 
approximated stator and rotor converter models are used. 
 High frequency harmonic filters are not included in the test setup. 
 SVCs and STATCOMs do not affect the magnitude of switching transient overvoltages and 
are not included in the test bench. 
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This DFIG design has the power converters built with two, three phase self-commutated back to 
back PWM converters. The DC bus voltage regulation is taken care of by the intermediate capacitor 
link. The dq frame representation of DFIG is given by following equations. 
Equations for stator side of DIFG: 
																																																														λds	=	‐Ls	tds	+	Lr	tdr                                                                         (4.1) 
                                                       λqs = -Ls tqs + Lr tqr                                                                        (4.2) 
                                                   Vds = -Rs ids - ws λqs + ௗఒ೏ೞௗ௧                                                                 (4.3) 
                                                  Vdq = -Rs iqs - ws λds + ௗఒ೜ೞௗ௧                                                                 (4.4) 
	
Equations for rotor side of DIFG: 
                                             Vdr = Rr idr - sws λdr + ௗఒ೏ೝௗ௧                                                                    (4.5) 
                                             Vqr = Rr iqr - sws λqr + ௗఒ೜ೝௗ௧                                                                    (4.6) 
 
     Electrical output from the DFIG is given by: 
                                                Ps = 
ଷ
ଶ (Vds ids+ Vqs iqs)                                                                      (4.7) 
                                                Pr = 
ଷ
ଶ (Vdr idr+ Vqr iqr)                                                                       (4.8) 
 
As, there is no power flow analysis or reactive power studies involved in this research, the reactive 
power calculations and controllers for the generator and grid side converters are not elaborated in 
detail. To understand the control strategies for the controllers in detail follow the reference [66]. 
4.1.2 Vacuum Circuit Breaker  
High frequency black box modeling of VCB has been discussed in previous chapter. In the test bench, 
the black box model of VCB is fed with physical parameters defined in chapter 3 for high and low 
voltage connections. 
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Table 4-2: Cable model specifications 
Radius 
(mm) 
Resistivity 
(Ω.m) 
Relative 
Permittivity 
Permittivity 
(F/m) 
Capacitance 
(pF/m) 
Inductance 
(nH/m) 
Wave 
Travellin
g 
Speed 
(m/µsec) 
r1 r2 r3 r4 
5.6 12.6 13.6 16 2.82 × 10-8 2.3 8.854 × 10-12 217.54 160.5 179.3 
 
4.1.4 WTSU Transformer 
The transformer of the test bench is a 2.65 MVA, 690 V/33.3 kV WTSU transformer. As explained in 
the previous chapter, a high frequency black box model of WTSU transformer is developed using 
frequency dependent network equivalent (FDNE) in PSCAD/EMTDC. 
The FDNE (Figure 4.5) represents the frequency dependent effects of transformer through rational 
function approximation based models. The input to FDNE module is the transformer's port behavior 
admittance matrix as a function of frequency. For the purpose of time domain simulations, the model 
uses pole-residue form. Table 4-3 specifies the parameters used in the WTSU transformer model of 
the test bench. Following curve fitting options are available in FDNE module: 
 Total number of ports 
 Maximum fitting error 
 Maximum order of fitting 
 Weighting factor for minimum to steady state frequency 
 Weighting factor for steady state frequency 
 Weighting factor for steady state to maximum frequency 
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circuit current would be infinite. Pbase and Vbase selected for the shown collector grid is 100 MW and 
33 kV respectively. 
4.2 Tools for classifying the switching transients 
The case studies subsequently presented in this chapter investigate following aspects of the switching 
transients observed on the terminals of WTSU transformer: 
 Loading condition of the transformer 
 Peak voltage 
 Peak breaker current 
 Maximum rate of change of voltage 
 Frequency of oscillations 
 Number of reignitions 
 
 
 
 
Figure 4.7: An example depicting different time regimes of transient waveform 
The quantitative comparison of all the test cases will consider if the reignitions have occurred and 
investigate the performance of the VCB once it has attained fully open or closed status. It is also 
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determined if the response of VCB (once an open or closed status is obtained) is oscillatory or not. 
Figure 4.7 depicts different time regimes of a transient waveform. 
There are four different frequency dependent behaviors that are observed in the VCB initiated 
switching transients. First is the post transient voltage oscillation. This phenomenon of oscillatory 
transients is observed once the transient period is over and switch is totally closed or open. The 
electrical system resonates at one of the natural frequencies during these voltage oscillations. Second 
phenomenon is re-strike which takes place at a frequency that is excited by the multiple reignitions 
during the transient period. Third phenomenon is breakdown across the contact gap of the VCB. The 
breakdown oscillations occur when the transient recovery voltage across the contact gap exceeds the 
breakdown capability of the contact gap. The fourth and final phenomenon is cable reflections. The 
frequency at which the cable reflections occur depends on the speed of propagation of the 
electromagnetic waves in a particular cable and the length of the cable. Typical value for the 
propagation speed of waves in cables is 200 m/µs but this value is different for each cable. 
4.3 VCB initiated switching transient test cases 
The following scenarios are carried out to analyze transient overvoltages in the proposed test bench: 
 VCB opening and closing on LV side of the WTSU transformer under no-load  
 VCB opening and closing on the LV side of the WTSU transformer under inductively load  
 VCB opening and closing on the HV side of the WTSU transformer under no-load  
 VCB opening and closing on the HV side of the WTSU transformer under inductively load  
For all cases, the breaker operating time has been adjusted to match with the corresponding points 
on the voltage waveform. The peak voltage and maximum rate of change of voltage are determined 
from the time domain voltage waveform during restrike or prestrike periods. The frequency of 
oscillations is determined by calculating the number of peaks from the start of oscillatory response 
(approximately from 9 ms for this particular example as shown in Figure 4.7). 
4.4 Elaboration of the test cases 
This section of the chapter discusses the proposed test case scenarios. 
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4.4.1 Case I: VCB opening on LV side of WTSU transformer under no load 
This simulation case shows the high frequency switching transients observed on the LV side of the 
WTSU transformer during the opening operation of VCB. The selection of simulation time step is 
very important for the transient simulations. It is observed that the simulation will not run if the 
chosen time step is higher than 0.13 µsec. 
  
 
 
Figure 4.8: Voltage waveform on LV side of WTSU transformer (not loaded) 
The opening of the VCB takes place at 3 ms (Figure 4.8). No reignitions are observed, as the 
voltage build up in form of transient recovery voltage across the breaker is not enough to exceed the 
voltage withstand characteristics of the breaker. 
  
Figure 4.9: Zoomed in view of voltage waveform at WTSU transformer LV terminal 
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Figure 4.9 shows the spikes observed during the period when the high frequency current tries to 
establish an arc across the separating terminals of the VCB. As the voltage build up is not enough to 
the support the arc and allow the high frequency current to flow, the current is eventually quenched 
by the current quenching capability of the breaker. The synchronous oscillations observed in the post 
transient waveform is because of the inductance of the generation system and the capacitance of the 
LV cable. The post transient oscillations last for 18 ms. A close observation of the transient voltage 
waveform suggests that there are no spikes observed in phase B (Red) during the transient period. 
This phenomenon is attributed to the fact that there is no chopping current associated with the phase 
B and the opening of the contacts for phase B takes at the natural current zero. Phase B exhibits zero 
voltage build up during the transient period as no current is interrupted. Table 4-4 presents the 
quantitative comparison of this case. 
Table 4-4: Quantitative comparison of test case I 
Transformer 
loading 
Peak voltage 
(pu) 
Peak breaker 
current (kA) 
Maximum rate 
of change of 
voltage 
(kV/µsec) 
Frequency of 
oscillations 
(kHz) 
Number of 
reignitions 
No load 1.4 0.07 ---- 0.59 ---- 
 
4.4.2 Case II: VCB opening on LV side of WTSU transformer under an inductive load 
This scenario investigates transients on LV side of an inductively loaded WTSU transformer. The 
transformer is loaded with 0.1Ω of inductive load. The value of the inductive load has been chosen in 
accordance to IEEE Std. 57.142 and switching transient study analysis presented in [54] [55]. The 
time step for this simulation scenario is kept 0.001 µsec, because of the high frequency steep front 
reflective transients in transient phase of the voltage waveform. The reflections were observed in the 
transient period during the reignitions when the time step is not appropriately chosen. The simulation 
stopped abruptly when the time step is less than the 0.013 µsec because the compiler of 
PSCAD/EMTDC is not able to calculate the distributed parameters of cable and transformer model 
involved in the test bench. 
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Figure 4.10: Voltage waveform on LV side of WTSU transformer (loaded)	
The phenomenon of opening VCB contacts starts at 2.5 ms (Figure 4.10). The major observation in 
the scenario is that phase B (Red) exhibits only 5 reignitions. As mentioned earlier, the chopping 
current in phase B is less as compared to the other two phases. Phase A and phase C exhibit 59 and 73 
reignitions, respectively. The voltage oscillations die out in 19 ms. 
The transient period lasts for 3.5 ms (Figure 4.10). The number of reignitions and the voltage build 
up across the VCB contacts are fairly similar for phase A and phase C. Figure 4.11 shows the high 
frequency reflective transients observed during the transient period. The highest frequency observed 
during the transient period is 12.6 MHz. Table 4-5 presents the quantitative comparison of this case. 
 
Figure 4.11: Zoomed in view of voltage waveform at WTSU transformer LV terminal 
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Table 4-5: Quantitative comparison of test case II 
Transformer 
loading 
Peak voltage 
(pu) 
Peak breaker 
current (kA) 
Maximum rate 
of change of 
voltage 
(kV/µsec) 
Frequency of 
oscillations 
(kHz) 
Number of 
reignitions 
Inductive 3.5 0.09 7.5 0.47 73 
 
4.4.3 Case III: VCB closing on LV side of WTSU transformer under no load 
 
Figure 4.12: Voltage waveform on LV side of WTSU transformer (not loaded, closing) 
With the closing operation of VCB, arises the problem of prestrikes. The case of closing the VCB on 
LV side of WTSU transformer shows occurrence of no prestrikes. In comparison to the opening 
operation under no load, closing operation exhibits high frequency voltage oscillations. The closing 
operation of VCB takes place at 5 ms. Table 4-6 presents the quantitative comparison of this case. 
Table 4-6: Quantitative comparison of test case III 
Transformer 
loading 
Peak voltage 
(pu) 
Peak breaker 
current (kA) 
Maximum rate 
of change of 
voltage 
(kV/µsec) 
Frequency of 
oscillations 
(kHz) 
Number of 
reignitions 
No load 1.72 0.12 - 22.1 - 
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4.4.4 Case IV: VCB closing on LV side of WTSU transformer under inductive load 
The problem of prestrike gets pronounced during the inductive loading scenario of WTSU 
transformer. During the closing operation of VCB on LV side of WTSU transformer, prestrikes are 
observed in each phase of voltage waveform. This phenomenon is observed in Figure 4.13. The 
number of prestrike is different for each phase, as the rate of rise of voltage at the instant of first 
prestrike is different in each phase. The closing of vacuum circuit breaker takes place at 5.5 ms. 
Highest number of reignitions is observed in phase B with 71 reignitions (Table 4-7). Phase A 
observed 39 and phase C observed 21 reignitions, respectively. With regard to the oscillatory period, 
which starts the post transient period, the oscillating frequency is 21 kHz. The oscillations die out in 3 
ms. 
 
Figure 4.13: Voltage waveform on LV side of WTSU transformer (loaded, closing) 
 
    The post transient voltage oscillations are dependent on the natural frequency of the electrical 
circuit. Once the closing of VCB contacts takes place the configuration of the electrical system 
changes. Hence, the post transient voltage oscillations observed during the opening and closing 
operation of VCB are different.  
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Figure 4.14: Post transient voltage oscillations for case IV 
 
Table 4-7: Quantitative comparison of test case IV 
Transformer 
loading 
Peak voltage 
(pu) 
Peak breaker 
current (kA) 
Maximum rate 
of change of 
voltage 
(kV/µsec) 
Frequency of 
oscillations 
(kHz) 
Number of 
reignitions 
Inductive 2.1 0.09 1.1 20.3 71 
4.4.5 Case V: VCB opening on HV side of WTSU transformer under no load 
In contrast to case I, the opening operation on HV side of WTSU transformer shows some restrikes. 
The rate of rise of voltage build up is 2.3 kV/µsec (Table 4-8), which does not exceed the withstand 
capability of the contact gap for more than 4 times. The opening of vacuum circuit breaker takes 
place at 1.5 ms. Highest number of reignitions is observed in phase B with 4 reignitions. Phase A 
observed 2 and phase C observed 3 reignitions, respectively. The post transient voltage oscillations 
die out in 6.5 ms. 
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Figure 4.15: Voltage waveform on HV side of WTSU transformer (not loaded) 
As observed in the previous cases, chopping current is very low in one of the phases. Phase A 
(black) with only two reignitions shows least magnitude of TRV (Figure 4.16). 
 
Figure 4.16: Zoomed view of voltage waveform for case V 
Table 4-8: Quantitative comparison of test case IV 
Transformer 
loading 
Peak voltage 
(pu) 
Peak breaker 
current (kA) 
Maximum rate 
of change of 
voltage 
(kV/µsec) 
Frequency of 
oscillations 
(kHz) 
Number of 
reignitions 
No load 2.9 0.09 2.3 0.66 4 
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4.4.6 Case VI: VCB opening on HV side of WTSU transformer under inductive load 
This scenario exhibits the highest peak voltage and maximum rate of rise of voltage for the voltage 
waveforms observed at the WTSU transformer terminals. Figure 4.17 depicts all the three phases 
exhibiting reignitions. The instant of VCB contact opening is 1.5 ms. The post transient voltage 
oscillations die out in 4.5 ms. Phase C (black), observed the highest voltage peaks, because the 
magnitude of recovery voltage across the contact gaps of the VCB is higher for phase C in 
comparison to other two phases. Table 4-9 presents the quantitative comparison of this case. Highest 
number of reignitions is observed in phase B with 74 reignitions. Phase A observed 56 and phase C 
observed 62 reignitions, respectively. 
 
Table 4-9: Quantitative comparison of test case VI 
Transformer 
loading 
Peak voltage 
(pu) 
Peak breaker 
current (kA) 
Maximum rate 
of change of 
voltage 
(kV/µsec) 
Frequency of 
oscillations 
(kHz) 
Number of 
reignitions 
Inductive 3.03 0.73 28 0.56 74 
 
 
Figure 4.17: Voltage waveform for case VI 
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Figure 4.18: Zoomed view depicting transient period for case VI voltage waveform 
4.4.7 Case VII: VCB closing on HV side of WTSU transformer under no load 
The results obtained for this case are similar to case III, where similar switching scenario is carried 
on LV side. There is no reignition observed during the transient phase (Table 4-10). The frequency of 
the post transient oscillations is similar to case III, as is the equivalent circuit after closing of VCB 
terminals. 
Closing of the VCB contacts start at 5 ms, resulting in voltage oscillations of 22 kHz, which die out 
in 2 ms. 
 
Figure 4.19: Voltage waveform on HV side of WTSU transformer (not loaded, closing) 
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Table 4-10: Quantitative comparison of test case VII 
Transformer 
loading 
Peak voltage 
(pu) 
Peak breaker 
current (kA) 
Maximum rate 
of change of 
voltage 
(kV/µsec) 
Frequency of 
oscillations 
(kHz) 
Number of 
reignitions 
No load 1.8 0.17 ---- 22 ---- 
4.4.8 Case VIII: VCB closing on HV side of WTSU transformer under inductive load 
High frequency steep front reflective transients are observed during VCB closing on HV side of 
WTSU transformer under 0.1Ω inductive load. Simulation results (Figure 4.20) for this condition 
show reignitions in all the three phases. The closing of vacuum circuit breaker takes place at 2.45 ms. 
It is interesting to note that phase B (red) shows higher number of reignitions than the other two 
phases (Figure 4.21). However, the magnitude of transient overvoltages is less in comparison to the 
other two phases. Lower magnitude of TRV across phase B is governed by low chopping current in 
phase B. Higher number of reignitions is observed because the stray inductance of the phase B 
resonates with the impedance (capacitive part) of the collector grid, giving rise to higher number of 
reignitions. 
 
Figure 4.20: Voltage waveform across WTSU transformer terminals for case VIII 
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Figure 4.21: Zoomed in voltage waveform depicting transient period 
Table 4-11: Quantitative comparison of test case VIII 
Transformer 
loading 
Peak voltage 
(pu) 
Peak breaker 
current (kA) 
Maximum rate 
of change of 
voltage 
(kV/µsec) 
Frequency of 
oscillations 
(kHz) 
Number of 
reignitions 
Inductive 1.1 0.49 5.5 24 64 
 
4.5 Summary 
A test bench is proposed using user defined black box high frequency power system modules to 
investigate VCB initiated transients. Six different attributes of voltage waveforms across the WTSU 
transformer are used to investigate the transient behavior in eight different cases carried out on the 
proposed test bench. 
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Chapter 5 
Discussion 
Voltage waveforms obtained from the VCB switching transient studies in Chapter 4 are used to 
investigate the behavior of transients to which WTSU transformers are exposed under certain loading 
conditions. Comparisons are made with earlier research work to highlight the relative differences and 
contributions of the proposed work. The earlier research work includes switching transient studies on 
different models of transformers and generic VCB models. 
5.1 Investigation of VCB initiated transients on WTSU transformers 
In this study, a new test bench is proposed to investigate VCB initiated high frequency transients 
experienced at low and high voltage sides of WTSU transformers. The switching transient studies 
carried out on the test bench elucidate the nature of the switching transients to which WTSU 
transformers are exposed. Table 5-1 presents the quantitative comparison results for 8 cases that 
contribute to the investigative transient study. 
Table 5-1: Quantitative Comparison Results of Switching Transient Study 
Case 
No. 
Peak Voltage 
(pu) 
Peak Breaker 
Current (kA) 
Maximum Rate of 
Voltage Change 
(kV/µsec) 
Frequency of 
Oscillations (kHz) 
Number of 
Reignitions 
I 1.4 0.07 ---- 0.59 ---- 
II 3.5 0.09 7.5 0.47 73 
III 1.72 0.12 - 22.1 - 
IV 2.1 0.09 1.1 20.3 71 
V 2.9 0.09 2.3 0.66 4 
VI 3.03 0.73 28 0.56 74 
VII 1.8 0.17 ---- 22 ---- 
VIII 1.1 0.49 5.5 24 64 
 
During the transient period, five of the test cases exhibited reignitions in all three phases. As 
expected, the cases with an inductively loaded WTSU transformer exhibited more severe switching 
scenarios than did those with unloaded transformers. From these results, we can see that the TRV 
across the VCB contacts is highly dependent on the configuration of external electrical circuits and 
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the magnitude of the chopping current. Since the magnitude of the chopping current here is different 
for each phase, the linear time-dependent VCB voltage withstand capability and unusual TRVs along 
each phase resulted in a different number of reignitions. 
Compared to the opening operation, the closing operation of VCBs gave rise to much higher post-
transient frequency oscillations. The equivalent impedance of wind farm changes resulted in different 
post-transient oscillations after the switching operation of VCBs. This phenomenon can be seen in 
cases VI and VIII. In contrast to the frequency of 0.56 kHz exhibited during the opening of the VCB 
on an inductively loaded WTSU transformer (case VI), the closing of the VCB (case VIII) exhibited a 
post-transient oscillation frequency of 21 kHz. 
The transient overvoltages observed in cases involving inductive load show a higher number of 
reignitions because of the higher rate of voltage build-up. Furthermore, current that is quenched after 
each reignition is different in loaded and unloaded transformers. This difference is evident in cases V 
and VI, where the switching of unloaded and inductively loaded WTSU transformers is presented. In 
both cases, the first reignition occurred at a peak voltage of 1.2 pu. After every reignition, the current 
quenching capability of the breaker attempted to quench the high frequency current at the next zero 
crossing, thereby resulting in fast-rising voltages across the VCB contacts. The interruption of high 
frequency inductive current resulted in high TRV and caused 74 reignitions, as indicated in case VI.  
In contrast, case V exhibited only 4 reignitions with no load current quenching. 
Case VI, which shows the opening of a VCB on the HV side of a WTSU transformer under 
inductive load, is recognized as the most onerous switching scenario. The voltage waveform captured 
on the HV side of the WTSU transformer during the opening of the adjacent VCB under inductive 
load depicts the highest rate of voltage rise during the transient period and also exhibits the maximum 
peak voltage (Figure 5.1). Furthermore, the maximum number of reignitions is observed in this case. 
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Figure 5.1: Frequencies corresponding to different regimes of the transient period for case VI 
5.2 Comparison of proposed VCB model with existing VCB model 
The VCB model used in the proposed switching transient study incorporates the stochastic and 
statistical nature of the vacuum arc.  The VCB models available in previous research work do not take 
into account the statistical nature of arcing time. The study by Gopal and Gajjar [67] provides a guide 
that describes the dynamic modeling of VCB in PSCAD/EMTDC. Although the model presented in 
this paper simulates the physical phenomena of VCB, the statistical nature of arcing time is not taken 
into account. Their model has the following two limitations compared to the model presented in this 
work: 
 It does not replicate the exact behaviour of prestrikes during the closing operations of VCB.  
 It does not describe the modeling strategy for a three-phase VCB, where the coordination 
between three different phases is required to exactly replicate the real case switching 
scenario. 
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phenomena of the VCB contact gap opening, as the switching of the VCB contacts for all three 
phases takes place at the same time. A distinct opening regime for each VCB phase is highlighted in 
Figure 5.4, which shows that the three-phase VCB is not well coordinated. 
Secondly, zero build-up voltage is observed during the contact gap opening, even though the 
contact opening starts before the zero crossing. This accounts for the phenomenon of no reignition. 
The transient recovery voltage across the VCB contacts is not included in Shipp's VCB model. 
The two physical phenomena mentioned above have been dealt in the VCB model and switching 
transient analysis presented in this thesis. The three-phase VCB model incorporates a control strategy 
that synchronizes the three-phase VCB operation for the three distinct poles. The VCB model 
includes the dielectric characteristics of the vacuum and recovery voltage of the breaker to account 
for the initial build-up of voltage during the transient period (Figure 4.9). Both of these attributes of 
the VCB model are discussed in Chapter 3. 
5.5 WTSU Transformer model Validation 
The WTSU transformer model is validated by comparing the voltage ratio (voltage transfer functions) 
measured directly on the transformer terminals (as shown in Figure 5.5 and Figure 5.6) with the 
calculated and simulated voltage ratios of the WTSU transformer model in PSCAD/EMTDC. The 
voltage ratios calculated were obtained from the measured admittances as discussed in section 3.3.5 
of chapter 3. 
 
VHL (VHL14= 
܄۶૚
܄ۺ૝  ; VHL24 = 
܄۶૛
܄ۺ૝  ; VHL34 = 
܄۶૜
܄ۺ૝  ) 
Figure 5.5: Voltage ratios from high voltage side to low voltage side 
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VLH (VLH41= 
܄ۺ૝
܄۶૚ ; VLH51 = 
܄ۺ૞
܄۶૚ ; VLH61 = 
܄ۺ૟
܄۶૚ ) 
Figure 5.6: Voltage ratios from high voltage to low voltage side 
 
To validate the transformer model, six different voltage ratios were measured (equation 5.1) on the 
transformer terminals and were compared with the calculated voltage ratios. 
      V14= 
୚ౄభ
୚ైర  ; V41 = 
୚ైర
୚ౄభ 	;V36 = 
୚ౄయ
୚ైల  ; V63 = 
୚ైల
୚ౄయ ; V52 = 
୚ైఱ
୚ౄమ ; V25 = 
୚ౄమ
୚ైఱ																																			(5.1) 
 
The PSCAD/EMTDC WTSU transformer model is obtained by admittance matrix measurements 
with 1201 frequency points. The order of rational function approximation used via vector fitting is 23. 
Figure 5.7 compares the calculated voltage ratios with the corresponding simulated and measured 
voltage ratios. It is observed that simulated voltage ratios reciprocate with the transfer characteristics 
of measured voltage ratios. The small error observed in the low voltage segment is because of the 
distinct zero sequence components of admittance values at low frequencies. Furthermore, Figure 5.7 
shows that the simulated voltage ratios are in agreement with the calculated voltage ratios. As the 
final transformer model is generated from the rational approximation of admittance matrix but not 
from the real admittance matrix, a small deviation is observed between the simulated and calculated 
admittances. This deviation between simulated and calculated voltage ratios accounts for the fitting 
error observed in Figure 5.7. The WTSU transformer model is validated through the method of 
comparison of measured, calculated and simulated voltage ratios. 
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Figure 5.7: Comparison of voltage ratios for measured, calculated and simulated values 
5.6 Summary 
A quantitative comparison of a VCB initiated switching transient analysis considering eight 
switching scenarios inferred that a VCB opening on the HV side of a WTSU transformer under 
inductive load (case VI) resulted in the most severe switching scenario. A detailed comparison of the 
proposed models with previously published research work showed the need for incorporating the 
physical attributes and high frequency phenomena of specific power system components during a 
switching transient study. The chapter concludes with the validation of the WTSU transformer model 
through voltage transfer function matching technique. 
 
 
 
 
 
 
101 102 103 104 105 106 107 108
10-5
100
105
Frequency(Hz)
V
ol
ta
ge
 T
ra
ns
fe
r
Voltage Ratios on high and low voltage side of WTSU Transformer
 
 
Measured
Simulated
V41
V25
V52
V14
V36
V63
Calculated
  98 
Chapter 6 
Conclusions and Future Work 
6.1 Conclusions 
The objective of this research study was to identify and develop high frequency black box models of 
VCB, cable and WTSU transformer, alongwith conducting a VCB initiated switching transient study 
on Type IV wind farm test bench.  
 
    The opening chapter reviewed wind technology and its development in Ontario's grid. It also 
discussed typical configuration of wind farm generators and problems associated with WTSU 
transformers. An overview of high frequency transients in wind farms and cable systems was 
presented in the literature review section. Following this, modeling procedures of high frequency 
model of VCB, frequency dependent phase model of cable and rational function approximation model 
of an actual WTSU transformer were discussed. A single phase test circuit was established to realize 
the statistical nature of arcing time and physical phenomena of VCB. The WTSU transformer model 
was validated through voltage transfer function matching technique. Later these high frequency 
models were used to formulate a test bench for investigating VCB initiated switching transients on 
WTSU transformer. Lastly, the results of switching transient study were used to predict the behavior 
of transient overvoltages experienced by WTSU transformers and identify the most severe switching 
scenario. Based on the results of this work, the following conclusions can be drawn: 
 
 Internal overvoltages generated within the transformer due to switching transients, cannot be 
computed using the PSCAD/EMTDC model. PSCAD/EMTDC generates an equivalent real 
time RLC model of transformer, which is different from a detailed internal winding model of 
transformer. 
 A VCB model that is able to simulate physical phenomena of vacuum gap and statistical 
nature of arcing time with an ability of accurately representing overvoltages on the power 
system components it interacts with is essential for switching transient analysis.   
 User defined black box models that can efficiently represent the frequency dependent 
behaviour of cable and transformer, are necessary to capture the high frequency response of 
electrical system to switching operations initiated by VCBs.   
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 Of the eight test cases conducted during the switching transient study, opening of VCB on 
HV side of WTSU transformer under inductive load is recognised as more severe switching 
transient scenario. 
 Higher post transient frequency oscillations are observed during closing operation VCB 
instead of opening operation.  
 In comparison to no load currents, interruption of high frequency inductive currents results in 
higher magnitude of TRV (transient recovery voltage) leading to higher number of 
reignitions.  
6.2 Future Work 
This work can be extended to address a number of distinct challenges. This section highlights some of 
the important points. 
6.2.1 Simulation and investigation of VCB initiated transients on whole wind farm 
The test bench presented in this thesis comprises of single wind turbine synchronized with the grid. 
Simulating whole wind farm as a test bench and analyzing effect of different wind farm configuration 
on switching transients are important. Observation of variation in switching transients with addition 
of multiple wind turbines to the proposed test bench is further required. 
6.2.2 High frequency DFIG model studies 
An advanced high frequency DFIG model will represent the switching transient more accurately. 
Until now, inclusion of stator filter and grid inverter filter to existing DFIG model represents the high 
frequency DFIG model. A discrete model representing frequency dependent characteristics of DFIG 
is required to be developed and employed for switching transient studies. 
6.2.3 High frequency harmonics in the wind farm 
The focus of this research study was to investigate VCB initiated switching transients hence the 
proposed test bench does not account for the high frequency harmonics generated from the converters 
in the wind farm. As listed in chapter 1, high frequency harmonics from converters is identified as a 
potential cause of WTSU transformer failures. This signifies the need of investigating converter 
initiated high frequency harmonics in the wind farm. Incorporating sophisticated rotor and stator 
converter controls with high frequency harmonic filters in the proposed test bench will facilitate the 
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analysis of high frequency harmonics experienced by WTSU transformer along with VCB initiated 
switching transients. 
6.2.4 Measurement setup for admittance matrix of transformer 
The measurement of admittance matrix across the transformer terminals is a very time consuming 
process because the connections are made every time a single element of admittance matrix or voltage 
ratio is measured. During the WTSU transformer modeling procedure, 36 admittance elements and 9 
voltage ratios were measured. In total 45 different connections were made, which was a time 
consuming process. Also, background noise signals were observed while measuring the voltage 
ratios. De-noising these unwanted signals increases the computational time of transformer model. An 
adaptive measurement setup dedicated to measure the admittance matrix and voltage ratio, which 
allow easy reconnection and de-noising will provide an alternative to an otherwise time consuming 
procedure of transformer modeling. 
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